I. Introduction
The DC/AC conversion structure depicted in Fig.lb is the result of accurate power system analysis, PSpice simulations and prototypes experimental verifications, providing results as successful as expected [ 1-41, Whenever the DC-source voltage may span around the range 1 t 2 , as in the case of battery or fuel cell supplies [4, 5+7, 9+12], the proposed power system takes to a list of benefits, with reference to the simplest 3Q-VSI connection to the DC-source ( reduction of filter capacitor size requested for lowripple current supply from the sensitive DC-source.
The main drawback appears related to the need of the coupling power inductor. However, the peculiar 14-Bridge structure in Fig.2 , adopting a "T+L" reactor (inductive transformer), has proven compact and efficient, with the aid of suitable modulation technique (half modulation period displacement) and high performance current control loops. This allows also for large reduction on input-output current ripple and for increased DC-link voltage control loop bandwidth, strongly reducing DC capacitance size domm to PCB soldered film capacitors.
Control complexity might be considered a drawback, nowadays avoided by available integration technologies.
In any case, the possible AC drive system performances are here investigated, in the power system shown in Fig. 1 
II. Balanced Envelopes Modulation (BEM)

A. Modulation target and concept.
The basic target of the BEM technique is to obtain the maximum possible linear PWM range in 3Q-VSI by means of a real-time algorithm. This is achieved by real-time addition of a particular common-mode (null-scquence) quantity to the 3@-references (symmetrical components of the reference vector) to balance their positive and negative envelopes, implicitly maximizes the linear PWM range, that is the 3@-VSI voltage exploitation.
B. Analysis ofBEMtechnique
the reference voltage vector are defined by (1 j:
With reference to Fig.3 , the symmetrical components of
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(1)
The 30-components envelope "Ew" = max(vJ and the negative one ''Em; ' = min(v,N) have main impact in BEM concept. Note the third component of (l), not generating neither Epm nor Eneg , is called "E," representing the component in "transition" from one envelope to the other, having also a triangular-like shape (see Fig.4a ). Two modulation indexes are defined, namely ''W (2) according to phase-to-neutral voltage components:
vc 12 and "M' (3) for phase-to mid-point VSI voltages:
whose components are actually compared to the PWM triangular carrier having unity envelopes ( f l P triangular carrier peak); " M , " represents the common-mode quantity addcd to reference symmetrical components Ni.
The realized voltages to mid-point can be expressed as:
2
In the BEM technique MNM is set and defined in order to balance the envelopes of the vector components MI (and equivalently the requested voltagts to mid-point VN). The related common-mode voltage "V "' results as follows:
and the related common-mode index value is: Figure 4b shows the components MI resulting from sinusoidal references N, and application of (6) to (3), implicitly defining the transformed indexes NI, Nmg NPm.
The common-mode rejection is a property of three phase loads without neutral connection, as known, so that the load voltage components V,, reappear equal to reference ones provided that MI* modules are lower than unity:
This technique allows for easy linearity extension up to physical real-time limits. In steady-state sine operation BEM performs as other method does (SVM or added 31d harmonics), achieving 15% more linear range with respect to holding hfN,,M=O, as deduced from F i g 4 graphs.
Crossover Voltage Modulation (CVM)
The BEM technique is adopted all over the AC voltage range, from zero up to six-step mode, as the fundamental building block of CVM. The real-time DC-link voltage regulation allows for sinusoidal or high-quality AC outputs by switching only one 3QVSI-leg per 3Q-sector.
A . Basics of single-leg PWM by bulunced envelopes
The BEM technique can be used to reproduce a linear three phase modulation strategy by switching only one 3QVSI-leg in each sector, thus largely reducing switching losses and PWM ripple content.
The statement for first sector (0 5 9 2 x / 6 ) is reported:
TWQ MI components set the envelopes to unity and the third component is in "transition" between the envelopes according to the generic function 'T((g'', which implicitly defines the common mode index MNM shape (8).
The effects of such modulation approach are:
-the vector argument is set by the transition component, that is the functionf (9);
-the voltage vector amplitude is set by actual dc-link voltage value and it is affected by argument function.
Since the PWM allows for straightforward realization of every f(S) value within unity, the main control task is represented by real-time control the DC-link voltage.
1. Sinusoidal output by Quasi-Trapezoidal Modulation.
The real-time DC-link voltage regulation in the electrical period can hold single-leg PWM benefits with linear voltages transfer function.
Equating (I) and (7) with the constraint (8) yields:
The same calculation can be done for all sectors showing that First part of eqs. (9-1 1) are valid by properly defming Eps, E, , and E,, according to section 11. Being +1 the modulation limits, each inverter leg is not in PWM mode when the homologous index module is equal or greater than unity.
QTM with double-clamped DC-voltage.
rms current in the DC-link capacitors (dotted line Fig.6b ).
The drawback of DC-link voltage profile is the related In the overall control scheme in Fig.7, the 
B.
Due to the adopted DC-DC-AC structure and to physical limitations, there are four different operating ranges depending on reference voltage amplitude. Fig7 block scheme is valid for all of these ones.
1. Conventional 3Q-PWM mode: constant V, = Vb,,r
The first range represents the usual PWM operation at constant DC voltage, since the DC link voltage V, cannot be controlled down to zero due to the DC-DC boost configuration.
If Vburf 2 &+ , V, must be equal to battery voltage and the 3Q-VSI is equivalently connected to the battery by the ffee-wheeling diodes of the DC-DC converter (motoring).
The variable gain represented by Vdm in Fig.7 is coherently fixed to Vb,,,/2 by a saturation block simulating the DC-DC behavior.
As a result, the 30-VSI operates the PWM control of both phase and amplitude of the realized voltage vector (as a common SVM, here substituted by the defined BEM).
The modulation fkequency for this range can be set by tradeoff between current ripple and switching losses. h our prototype it is fixed at 5kHz thanks to reduced DC voltage. When battery voltage is within the two limits in (1 3) the system follows two different modulation strategies (3Q-BEM and single-leg QTM) depending on the continuously variable instantaneous ratio between Vc,refand V,,,. Fig.8a shows the angular modulation segments ofthe modulation index vector locus (bolded line), while Fig.8b shows the related Vc waveform evidencing the inherent lower clamp function of the boost converter.
The two modulation zones adopt different modulation carriers (5kl-I~ for 3Q-BEM and 20kHz for single-leg QTM) holding low switching losses. A simple Gate Array logic operates the change between the P W M carriers at lowest frequency (5kkh). This carrier changes allows for phase and frequency coordination between DC-DC and DC-AC power stages, thus minimizing DC capacitor ripple and rms current value. In this third range the DC-link voltage could be completely conkolled and the modulation of the 30-VSI can be realized by switching only one leg per sector.
This range can be further divided in three zones depending on clamps action as described in section III.A.2. By constant and constrained V, value, the first harmonic content of AC voltages can grow a few percent up to sixstep operation, however the modulation indexes have to grow up faster than the reference voltage does (pure Six-
Step mode obtainable by i n f i t e modulation indexes).
Holding the triangular carrier PWM, the adopted scheme in Fig.7 increases the gain on modulation indexes by reducing the divider Vdfv , proportionally to the difference between the mean value of E6 and V C , ,~ . , B could represent a suitable function, while in the proposed scheme it is simply a proportional gain; the maximum linearity error is less than 1.2% on the realized fundamental component of AC voltages.
In Fig.9 a simulation of quasi-six-step operation is presented; only part of each sector is modulated by a single phase. This allows for monotonous rise to maximum realizable fundamental component, reported by (1 4): 5.
Full-range voltage transfer
The graphs in Fig.10 reports the calculated maul harmonics (bdamental, Sib and 7Ih ) all over the different modulation ranges, versus the reference line-to-line voltage amplitude and at V~,,,=lSOV.
PWM, QTM and related transition perform "perfect" transfer without main-harmonics.
The upper c1 dc-link clamp action is started at 250V and it is linearly enhanced (zone 3.2) to reach QTM constantVc operation at 350V. As shown, the unity transfer function of fundamental component (line-to-line amplitude) is maintained till the maximum realizable amplitude, while harmonics appear in zone 3.2, monotonously increasing with the clamp action.
These harmonics hold the QTM spectrum in zone 3.3, their absolute value varying only with the DC voltage.
In the last range, [he harmonics grows up to six-step spectrum content. Note the small fundamental transfer error, related to simple linear reduction of the divider V , , (constant gain /3) with reference amplitude. 
IV. Experimental Results
The power system is composed by two equal 3@ power PCBs, connected each other by the DC-link side and differently disposed to realize the DC-DC (one leg unused) and the DC-AC stages.
Each PCB adopts high-rms-current small film capacitors (Unlytic) and one 3Q-IPM (Mitsubishi PM200CVA060) with dedicated driver opto-insulated buffers, supply and auxiliary protection circuits, as shown in Fig. 11 .
The principal characteristics of the power system are: -30kW peak power, limited by 150Vx200A DC input; -Extremely low DC-link capacitance (C=42pF film); -Small input capacitance filter (3.3rnF electrolytic); -Modulation frequencies: lOlrHz for the DC-DC side; 5-2OkHz for the inverter side depending on operating point (see section III.b.2). Such a low capacitance value has been purposely tested for overall integration and cost, improving the dynamic performance of the DC-DC converter and reducing the I C , ?~ value needed to follow the reference voltage profile. The DC-DC converter is closed-loop controlled by a dedicated non linear strategy already reported (31.
The battery has been simulated by rectifying a variable AC source with large DC capacitor bank (60mF).
A small induction motor at no load is used as open-loop electrical AC load, regulating independently amplitude and frequency to verify all operating voltage ranges.
The experimental results are reported in Figs.12-17 by equal scaling factors: in the upper part the line-to-midpoint voltage VIM and the modulation index M , (bolded); in the lower part the line-to-neutral voltage VIN and its mean value. This one is realized by oscilloscope digital filter and suffers of critical compromise between sampling and filtering rates.
All operating ranges are reported, showing very good experimental performances, matching numerical results. Figure 13 reports zoomed sixth of electrical period, pointing out the modulation frequency change from 5 to 20 kHz without modulation error. What clearly appears on motor voltages is the strong reduction of PWM content, related to minimum DCvoltage in Fig11 and disposed by QTM technique for increasing AC voltage values. Sinusoidal output is held until Fig. 15 zone, while progressively increased harmonic distortion is introduced up to quasi six-step zone in Fig. 17 . 
V. Conclusions
A novel DC-DC-AC power conversion system has been presented for automotive DC-supplied AC motor drives New BEM technique and CVM concept have been investigated in order t o hlfill the improvements achievable by the cascaded DC-DC-AC power stages, defining the different voltage ranges and modulation properties.
The experimental results are very satisfactory, showing outstanding AC motor voltage quality, obtained together with improved overall DC-AC conversion efficiency.
Further investigations are planned for the evaluation of the expected reduction on AC motor eddy PWM losses, achieved by the new CVM strategy. 
